Table 3.4 - Summary of Systems with Water Problems that affect Fe-AA treatment

POE flow | POE flow | Arsenic
System ID | POE ID (gpm) (mgd) conc (ppb)|Fluoride (mg/L)| Silica (mg/L)
01004 755 290 0.418 0.011 2.9 10
07305 001 0 0.000 0.02 3.6 20
07411 001 800 1.152 0.023 5.5 34.42
08035 001 0 0.000 0.017 0.59 53.75
08038 002 95 0.137 0.015 0.8 50.06
13025 008 0 0.000 0.022 0.3 69
13081 001 228 0.328 0.034 0.4 68
13106 001 55 0.079 0.027 0.3 75
13106 006 430 0.619 0.12 0.3 69
13116 001 0 0.000 0.017 0.3 75
14361 001 160 0.230 0.018 7 42
14363 001 240 0.346 0.026 8 43
14363 002 150 0.216 0.034 8 43
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